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Abstract: In remote locations such as villages, islands and hilly areas, there is a possibility of frequent
power failures, voltage drops or power fluctuations due to grid-side faults. Grid-connected renewable
energy systems or micro-grid systems are preferable for such remote locations to meet the local critical
load requirements during grid-side failures. In renewable energy systems, solar photovoltaic (PV)
power systems are accessible and hybrid PV-battery systems or energy storage systems (ESS) are
more capable of providing uninterruptible power to the local critical loads during grid-side faults.
This energy storage system also improves the system dynamics during power fluctuations. In present
work, a PV-battery hybrid system with DC-side coupling is considered, and a power balancing control
(PBC) is proposed to transfer the power to grid/load and the battery. In this system, a solar power
conditioning system (PCS) acts as an interface across PV source, battery and the load/central grid.
With the proposed PBC technique, the system can operate in following operational modes: (a) PCS
can be able to work in grid-connected mode during regular operation; (b) PCS can be able to charge
the batteries and (c) PCS can be able to operate in standalone mode during grid side faults and deliver
power to the local loads. The proposed controls are explained, and the system response during
transient and steady-state conditions is described. With the help of controller-in-loop simulation
results, the proposed power balancing controls are validated, for both off-grid and on-grid conditions.
Keywords: battery; cascaded H-Bridge; chopper; energy storage; multi-level; PV inverter
1. Introduction
A low voltage (LV)-rated solar PCS containing a conventional inverter with two-level topologies is
preferable for PV systems rated for lower power. For higher power solar power stations, it is better to
opt for the system with medium voltage (MV) rating. Multi-level inverters (MLI) are more suitable for
MV applications. The cascaded H-bridge (CHB) inverter is a popular MLI configuration which requires
isolated DC sources/DC links. Hence CHB configuration is highly suitable for static compensator
(STATCOM) and solar applications due to the availability of isolated DC links [1]. CHB inverter needs
multiple H-bridge modules, and to control the multiple H-bridge modules, the required input-output
channels in the processor are more when compared to other MLI configurations, but in MV high power
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systems, the CHB inverter enables the independent maximum power point (MPP) controls to attain
enhanced efficiency [2]. In high power applications, the number of H-bridge modules to be used in
CHB is more which results in better power quality [3,4]. The transformer on the AC side can also be
eliminated with this configuration.
Solar PV stations can reduce carbon emissions and provide clean energy but may not be able
to supply the load requirements due to sudden changes in weather conditions and when the solar
irradiation is weak. The system remains in an idle state during nighttime, which affects the utilization
factor of the system drastically. Hence there is much attention to battery energy storage systems along
with PV to reduce power disturbances in the system, to improve the stability, for providing continuous
power to the load and for improving utilization factor of the system. In such hybrid PV-battery stations,
power is transferred from PV array to battery and load during daytime and batteries transfer power to
the load during night time. The battery storage system also improves the system dynamics for sudden
weather changes [5,6]. Importance of hybrid PV-battery stations and operation strategy is discussed
in [7]. A review of energy storage for large-scale PV systems, grid integration issues, stability concerns
and the selection of batteries is available in [8]. With the battery storage system in PV applications,
the utilization factor of the PCS can also be improved since the system can be made operational for all
the time. To keep the grid power non-negative always, an approach called ‘Solar Plus’s which is the
combination of energy storage, PV and load controls are presented in [9].
Cost of the battery storage systems is also decreasing over time due to the advancements in the areas
of different battery technologies, battery charging and discharging methods. In [10], various battery
types such as lithium-ion, lead-acid, aluminium–ion, sodium-sulphur (NaS), flow batteries, etc.
suitable for large-scale PV ESS systems are explained and compared. Various discharge strategies
are presented for grid-connected hybrid PV-battery applications in [11] and different battery storage
technologies suitable for residential applications are also elaborated.
In a conventional grid-connected PV power conditioning system, the anti-islanding feature will
be incorporated as a feature of protection. But as mentioned earlier, it may be required to operate the
PCS in stand-alone mode also when there are frequent disconnections from the grid. In such scenarios,
a power management system at a higher level of control architecture needs to isolate the grid from the
critical loads.
Hybrid PV-battery stations can also be operated in standalone mode; hence it is possible to
provide power to local critical loads during grid-side faults or during maintenance on the grid side.
Such systems help in catering continuous power supply in remote locations which are not connected
to the central grid or which are facing problems of regular power supply failures from the grid.
Optimal design for a PV + Diesel + Battery storage hybrid system is presented in [12].
From the above, the following research gaps are identified:
√
In a conventional PV power station, the system remains in an idle state when irradiation is weak;
hence the utilization factor (UF) of the system is very small. By incorporating ESS in the solar
power system, the overall utilization factor of the system can be improved significantly.
√
Commercially available PV inverter configurations are based on two-level or three-level inverters
with low voltage ratings. These configurations are not suitable for large scale applications,
but the medium voltage systems are more suitable for high power applications. The use of
conventional two-level inverter for high power applications results in poor power quality,
large filter requirement and higher dv/dt across power switches.
√
A CHB-based PV inverter can nullify the disadvantages of conventional low voltage inverter
configurations. An investigation on energy storage systems suitable for CHB inverters is required.
√
In previous works, controls for PV-battery hybrid system either in grid-connected mode or in
standalone modes of operations are discussed but the system controls for operating in both modes
are not covered.
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Present work mainly focuses on medium voltage CHB-based power condition system to meet
the large-scale PV system requirements. For the uninterrupted power supply and to improve the
utilization factor of the system, battery energy storage is incorporated in to the PV power system.
The following are the contributions of present work to address the research gaps in earlier systems:
√
A literature review is carried out to investigate various ESS configurations suitable for CHB
based inverters. A power conditioning system based on a CHB MLI and battery charger based
on a chopper with multiple battery banks is studied thoroughly due to the advantages of
chopper-based systems.
√
A novel power balancing control (PBC) is proposed in this work which enables the system to
operate both in standalone mode and in grid-connected mode, unlike earlier works where the
controls proposed were for either grid-connected systems or for standalone systems only.
√
The controls proposed in this work also enable the smooth transition in changing modes
of operation.
√
Controller-In-Loop simulations are carried out with the help of real-time simulator to validate the
proposed power balancing controls.
This paper is organized, as explained below: In Section 2, ESS configurations suitable for
CHB inverter and advantages of chopper-based ESS are explained. Operation of buck chopper and
bi-directional chopper are also elaborated in this section. Section 3 covers the procedure for selection of
components such as PV array, batteries, filter components and other accessories. Controls adapted for
inverter and battery charger are discussed thoroughly in Sections 4 and 5, respectively. The setup for the
controller-in-loop simulation validation is explained in Section 6 and results are presented in Section 7.
Contributions and the conclusions of the present work are presented in Sections 8 and 9, respectively.
2. Chopper-Based ESS for CHB Inverter
An AC coupled ESS configuration suitable for CHB inverters based on a voltage regulator is
presented in [13], but AC-side coupled configurations are not suitable for higher rated energy storage
systems as the power quality may get affected due to the multiple interfaces connected on the grid
side. DC-coupled systems are more suitable for large-scale energy storage systems and for obtaining
better power quality. A dual active bridge (DAB)-based ESS configuration is presented in [14], it is it
has been observed that independent power control through PCS and battery charger is possible with
this configuration but the control is complex due to a greater number of power modules. Since each
DAB needs eight gate pulses, the controller hardware requirements are more. To reduce the cost,
controller hardware requirements and the control complexity, it is preferable to select chopper-based
systems. In this work, two types of choppers namely buck-chopper and bi-directional choppers,
are discussed to operate as a battery charger.
Figure 1 shows the circuit diagram for a buck chopper-based battery charger. In this system,
PV voltage shall be more than battery voltage during charging mode. By regulating the duty cycle
of IGBT-S1, the charging current is regulated during charging mode. The output filter is used to
limit the ripple content of output current and voltage. During the nighttime, PV voltage tends to be
less than the battery voltage. Then battery starts giving power to DC link through the third diode
‘D3′. The changeover is instantaneous; hence the system response for transient conditions is also
instantaneous. After the transition, the DC voltage is clamped to battery voltage. Since the above
charger is operational in charging mode alone, the battery charger and filter inductor need to be
selected for the charging current, i.e., usually less than the battery rated current. This reduces the cost
of the system. Since the discharging of the battery is through D3, this diode is selected for full current
to handle current during discharging mode.
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Figure 1. Battery charger based on a buck-chopper.
The main drawback with this type of charger is that the battery starts discharging only when the
irradiation is weak. In grid-connected mode, the battery cannot transfer power to DC link even when
the local load demand is higher than the power available at PV array since the PV array is operating at
its MPP voltage which is more than the battery voltage. In this case, the power required for the local
load needs to be taken from the grid. In standalone mode, the battery needs to provide power along
with the PV source for the local critical load requiremen du to the ab ence of the grid. In this case,
the PV array cannot be operated at its MPP voltage but operates at battery voltage which reduces the
efficiency of PV [15]. So, this charger is more suitable for grid applications. For standalone PV systems,
it is required to have control during the discharging mode of operation also which is possible through
bi-directional chopper based ESS.
Figure 2 shows a battery charger based on the bidirectional chopper. Unlike the buck chopper,
the battery voltage can also be higher than the DC link in this configuration. Battery terminals need to
be connected to output terminals of the charger in case the battery voltage is less than DC link. Similarly,
battery terminals need to be connected to input terminals of the charger in a case when the battery
voltage is more than DC link. This DC-DC converter needs tw gate pulses, whereas buck-c opper
based system requires only one gate pulse. Cost of this system is less than the DAB based system
but slightly more than the buck-chopper based system since the battery charger is selected to the full
capacity of the battery. With this charger, battery current in discharging mode can also be controlled
hence the PV source can always be operat d at MPP voltage in both on and off-grid operations.
Energies 2020, 13, x FOR PEER REVIEW 4 of 19 
 
 
Figure 1. Battery charger based on a buck-chopper. 
The main drawback with this type of charger is that the battery starts discharging only when the 
irradiation is weak. In grid-connected mode, the battery cannot transfer power to DC link even when 
the local load demand is higher than the power available at PV array since the PV array is operating 
at its MPP voltage which is more than the battery voltage. In this case, the power required for the 
local load needs to be taken from the grid. In standalone mode, the battery needs to provide power 
along with the PV source for the local critical load requirement due to the absence of the grid. In this 
case, t  PV array cannot be operated at its MPP vol age but operates at battery voltage which reduces 
the efficiency of PV [15]. So, this charger is more suitable for grid applications. For standalone PV 
systems, it is required to have control during the discharging mode of operation also which is possible 
through bi-d rectional opper based ESS. 
Figure 2 shows a battery charg r based on the bidirectional chopper. Unlike the buck chopp , 
the battery voltage can als  be higher than the DC link in this configuration. Battery terminals need 
to be connected to output terminals of the charger in case th  battery voltage is less t an DC link. 
Similarly, battery terminal  need to be conn cted to input terminals of the c arger in a c se when the 
batt ry voltage is more than DC link. This DC-DC converter ne ds two gate pulses, whereas buck-
ch pper based system requires only one gate pulse. Cost of this system is less than the DAB based 
system but slightly ore than t e buck-chopper based system since the battery harger is selected to 
t  full capacity of the battery. With t is charger, battery curre t in discharging mode can also be 
controlled hence the PV source can always be operated at MPP voltage in both on a d off-grid 
oper tions. 
 
Figure 2. Bi-directional chopper-based battery charger. 
3. Design Calculations for the System 
In present work, a high-power PV system with a solar inverter based on a CHB MLI and a bi-
directional chopper-based battery charger is studied. To discuss the controls proposed at various 
operating points and in different modes such as grid-connected and standalone modes, a single-
phase system with ratings given in Figure 3 is chosen. In this work, a single-phase system is 
Figure 2. Bi-directional chopper-based battery charger.
Energies 2020, 13, 755 5 of 19
3. Design Calculations for the System
In present work, a high-power PV system with a solar inverter based on a CHB MLI and a
bi-directional chopper-based battery charger is studied. To discuss the controls proposed at various
operating points and in different modes such as grid-connected and standalone modes, a single-phase
system with ratings given in Figure 3 is chosen. In this work, a single-phase system is considered
as a case study due to limitations in the controller hardware. However, the system controls can be
upgraded to the three-phase system, which is suitable for high power applications.
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Design calculations for CHB i rters, s lection of d vices, device loss calculations etc.
are discussed in [16,17]. The procedure for the selection of CHB inverter and AC side filter components
is shown in Table 1.
Table 1. Design calculations for CHB Inverter and L-C-L Filter.
Electrical Parameter Value Remarks
CHB power rating 350 kW PCHB = Grid + Load
Inverter voltage 1250 V Vac
No. of H-bridges 4 No’s NH
H-bridge power 87.5 kW CHB Rating/NH
H-bridge voltage 312.5 V VH = Vac/NH
Output current (Iac) 280 A PCHB/Vac
Minimum DC voltage 422 V Vdcmin = 1.35 × VH
Carrier frequency 1 kHz Fcr
Switching frequency 8 kHz Fsw = 2 × NHX Fcr
orner frequency (Fc) 2 kHz Fc selecte Fsw/4
L-C-L Filter Component Selection
Maximum % reactive power allowed 5 % Max reactive power through Filter Capacitor
Maximum filter voltage drops 3 % Max voltage drop across filter Inductors
Maximum reactive power (Qc) 17.5 kW 5% of 350 kW
Current rating of the capacitor (Ic) 14 A Qc/Grid Voltage
Maximum capacitance of filter capacitor 35.67 uF Ic/(2 × pi × F × Grid Voltage)
Capacitance of filter capacitor selected 30 uF
Inductance of filter inductor L1 211 uH Fc = 1/[2 × pi ×
√
(LC)]
oltage drop in L1 1.49 (Iac 2 pi × F × L1)/Grid Voltage
i ll i 1.51 ax voltage dro – r r
215 u
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To cater to the power needed for local load and power to be transferred to the grid, the required
power rating of CHB inverter is 350 kW. In this system, 4 H-bridges are selected hence the levels
achieved on the output PWM voltage is nine. The voltage and the power ratings of each H-bridge are
1/4th of CHB ratings and the current rating is equal to the rated inverter output current i.e., 280 amperes.
Minimum DC input required for each H-bridge is calculated based on the AC output. In this work,
level-shifted PWM is adapted with a carrier frequency of 1 kHz. A filter is used at AC terminals of
CHB MLI for obtaining better voltage and current THDs.
In this system, the minimum battery backup power is selected as 100 kW so that the critical load
requirement can be met during the standalone mode of operation also. In this work, the battery is
selected in such a way that the maximum voltage of the battery is less than the nominal voltage of PV
array which is suitable for both the types of chopper based ESS configurations. The lithium-ion battery
is selected with a minimum battery voltage depending on the minimum DC input required for each
H-Bridge. Procedure for obtaining battery ampere-hour value is also shown in Table 2. After selecting
the battery, the PV array is selected by considering that the nominal voltage of the PV array is always
higher than the maximum battery voltage. Short circuit current and open-circuit voltage of the PV
module is obtained from the datasheet. Minimum MPP voltage of PV array is at the maximum
operating temperature range i.e., at 75 ◦C. Hence ten PV modules in the series are selected to meet the
system requirements at 75 ◦C also. Procedure for selection of PV array is also explained in Table 2.
Table 2. Selection of battery and PV sources.
Electrical Parameter Value Remarks
Battery ratings
Battery backup power 100 Kw Equal to the critical load
Battery back-up time 8 Hr T
No. of battery banks 4 No’s Nb = No. of H-bridges
The power rating of each battery bank (Pnom) 25 Kw Total Power/Nb
Type of battery Lithium-Ion
Minimum battery voltage (VB_min) 422 V Minimum DC link voltage
Nominal battery voltage (VB_nom) 482 V Vmin = 87.5% of Vnom
Maximum battery voltage (VB_max) 560 V VB_max = 116% of Vnom
Nominal battery current (IB_nom) 52 A Pnom/Vnom
AH Rating of each battery 416 AH Inom × T
PV Array Ratings
PV array power 450 Kw Grid + load + battery
No of PV arrays 4 No’s Number of H-bridges
Rating of PV array 112.5 Kw Total power/4
Minimum PV voltage 560 V >VB_max
PV module M/s SunPower makes SPR-435NE-WHT-D
PV module power 435 W From datasheet
Number of modules 260 No’s 112.5kw/435W
Isc of PV array 6.43 A From datasheet
Voc of PV array 85.6 V From datasheet
MPP voltage at 25 ◦C 72.9 V From datasheet
MPP Voltage at 75 ◦C 61.2 V From datasheet
No of series modules (Nse) 10 No’s Minimum PV voltage/MPP Voltage @ 75 ◦C
No of parallel modules (Np) 26 No’s No of modules/Nse
Nominal PV voltage at 25 ◦C 729 V Vmpp_25 × Nse
Minimum MPP voltage in operating range 612 V Vmpp_75 × Nse
Maximum PV current 167 A Isc × np
The maximum power rating of each PV array 113 Kw Nse XNp × Pmodule
Input source to the battery charger is a PV array and the battery is connected to the output
terminals. In the case of a buck chopper-based system, the battery charger rating is decided based on
charging current which is obtained from the charging time. Ratings of bi-directional chopper-based
battery chargers are obtained by a maximum of battery charging and discharging currents. In this
work, battery charging and discharging times are selected equal, to maintain equal ratings for
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Buck-Chopper and bi-directional chopper-based battery chargers. The switching frequency of 5 kHz is
selected for the IGBT based battery chargers. An L-C filter is connected to chopper output terminals.
Design calculations for filter inductance and capacitance are also shown in Table 3.
Table 3. Design calculations for the battery charger.
Electrical Parameter Value Remarks
Selected Battery Ratings
AH rating of each battery 416 AH Inom × T
Back-up time (Tb) 8 Hr
Charging time (Tch) 8 Hr
Nominal battery voltage 482 V (VB_nom)
Battery charging current (Ich) 52 A AH Rating/Tch
Battery dis-charging current (Idisc) 52 A AH Rating/Tb
Battery Charger Ratings
Rating of buck chopper 25 kW Vnom × Ich
Rating of a bidirectional chopper 25 kW Vnom × Idisc
Input side voltage (Vin_dc) 856 V Voc of PV Array
Minimum output voltage (Vout_dc) 422 V (VB_min)
L-C Filter Design for Chopper
Minimum duty cycle (D) 0.49 Vout_dc/Vin_dc
Switching frequency selected 5 kHz Fsw_brc
Maximum off time (Toff) 101 us Calculated from D and Fsw_brc
Ripple current allowed (di) 2.5 A 5% of rated current is selected
Inductance of filter inductor 16 mH L = Vout_dc * Toff/di
Ripple voltage allowed (dv) 24 V 5% of rated output voltage
Capacitance of filter capacitor 270 uF C = (dv/Toff)/output current
4. Inverter Controls in Different Modes of Operation
Figure 4 shows the building blocks of the CHB inverter which consists of PV switch, IGBT based
H-Bridge, bypass module, and transducers. Each building block is fed by independent PV arrays and
also connected to independent batteries through chopper-based DC-DC converters. Transducers in the
H-bridge module measure PV array voltage and currents for independent MPPT controls. A bypass
switch module consisting of antiparallel thyristors and a bypass contactor is used along with H-bridge.
Bypass module bypasses the H-bridge during fault so that the system can continue to be operated at
reduced power rating.
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Figure 4. The basic building block of a CHB-based PCS.
In [18–20], regulation of power flow through CHB MLI based PCS are discussed. The control
diagram for the power regulation through the inverter is as shown in Figure 5. In grid-connected
mode, closed-loop current regulation is implemented and closed-loop voltage regulation is adapted
during the standalone mode.
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In the grid-connected mode of operation:
• Closed-loop voltage regulators are disabled and the closed-loop current regulators are enabled.
• Through a phase-locked loop (PLL), the phase angle of grid voltage ‘ωt’ is obtained.
• PV Current (I_PV) and PV voltage (V_PV) are monitored for MPP tracking to obtain power
reference (PRef) for the inverter.
• Reference inverter current (I_Inv_Ref) is obtained from ‘PRef’, grid voltage, and ‘ωt’,
• By comparing actual and reference inverter currents, current regulators provide a
modulating signal.
• Based on the number of healthy H-bridges, carrier waves are generated in the gate pulse
generator module
• By comparing carrier and modulating signal, gate signals for CHB MLI are obtained.
In standalone mode, closed-loop voltage control is adapted to provide the rated voltage to the load.
For smooth changeover in the mode of operation, it is required to match the phase angle of inverter
voltage with the earlier grid voltage. Following activities are carried out in the inverter controls when
the system is in standalone mode:
• The grid voltage is monitored and the phase angle ‘ωt’ of grid voltage is obtained through PLL.
• At the moment of occurrence of grid fault, the latest value of angle ‘ωt_m’ of grid voltage is stored
and the internal oscillator is enabled.
• The internal oscillator generates a phase angle ‘ωt_o’ which starts from the value of stored phase
angle ωt_m.
• On receiving the phase angle input, reference generator gives inverter reference voltage signal to
the closed-loop voltage controller.
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• By comparing actual and reference inverter voltages, the voltage regulators provide a
modulating signal.
• Based on the number of healthy H-bridges, carrier waves are generated in the gate pulse
generator module
• By comparing carrier and modulating signal, gate signals for CHB MLI are obtained.
5. Battery Charger Controls in Different Modes of Operation
With a bi-directional chopper-based battery charger, regulation of battery current in charging
and discharging modes is possible which allows the PV array to operate at its MPP in all operating
conditions. In grid-connected mode, the power available at PV array is used for the charging of
the battery and the balance power is transferred to the grid/load as long as irradiance is available.
In standalone mode, the power available at PV array power is transferred to the grid/load and the
balance power if any is used for charging the battery as long as irradiance is available. In both these
modes, if the battery is fully charged or if the power demand on the grid side is more, then the battery
can also feed the additional power demand. In this work, battery voltage less than PV voltage is selected,
hence the converter acts like a buck-chopper during charging mode and acts like a boost-chopper
during discharging mode. Battery charging is always through current control whereas discharging of
the battery can be carried out either through the current controller or uncontrolled. Figure 6 shows the
control diagram of the bi-directional charger.
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In grid-connected mode:
• When PV voltage is more than the minimum nominal voltage of PV array,
battery charging/discharging current reference is obtained based on battery SOC.
• Convention of battery current is taken as positive during charging mode and negative during
discharging mode.
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• During charging mode, the current controller compares the actual battery current with reference
battery current and generates gate pulse so that the chopper operates as a Buck-Chopper.
• When the reference battery current is negative and the PV voltage is more than the minimum
nominal voltage of PV array, then the battery discharging current is controlled through the
current controller.
• When the reference battery current is negative, and if the PV voltage is less than the minimum
nominal voltage of the PV array, then the pulse generator is disabled. No gate pulse is given to
IGBTs and the battery discharges through the inductor (L) and the diode across IGBT-S1. In this
mode, the current through the battery charger varies based on the reference inverter power.
In the standalone mode of operation:
• If PV voltage is more than the minimum nominal voltage of PV array, battery charging current
reference is obtained based on battery SOC and represented as Ibatt_SOC.
• Another battery current reference is generated through MPPT controls and represented as
Ibatt_MPP.
• The minimum value in Ibatt_SOC and Ibatt_MPP is selected as a current reference for the charger.
• While charging the battery, MPPT controls are carried out in the battery charger and adjust the
battery reference current to maintain the MPP of the PV array.
• Current reference may also become negative to supply power from the battery when the irradiance
on PV array is poor. In this case, also, PV array operates at its MPP voltage.
• When the irradiance becomes zero, then the PV voltage becomes less than the minimum nominal
voltage of the PV array and the pulse generator module is disabled. Then battery discharges
through inductor L and the diode across IGBT-S1. Based on the load on the AC side, battery
current varies.
In this work, a bi-directional chopper-based battery charger is considered for ease of understanding
and due to limitations in the controller hardware. For high power applications interleaved buck-boost
converters presented in [21] may be adapted with minor modifications in the control logic.
6. Validation of Control Algorithm for Chopper Based ESS Configurations
To validate the system, controller-in-loop simulation validation is adapted. With the
controller-in-loop simulations, the control software can be tested prior to the site trials and can
be tested at various operating points which are difficult to test with a real plant [22]. The following
activities are carried out as part of controller-in-loop simulation validation:
√
The power circuit also is known as the plant which consists of a grid, input breaker, local load,
CHB inverter, PV array, batteries, and battery chargers are simulated as shown in Figure 7 with
the help of real-time simulator library
√
The simulated model is compiled and loaded in the high-speed processors of the
real-time simulator
√
Input-output channels of the real-time simulator are interfaced with the processor cards and other
user interfaces. The real-time simulator enables the simulated plant to operate as a real plant
√
The user interface consists of pushbuttons to provide start/stop commands and for mode selection.
Potentiometers on the user interface are used for varying irradiance value on PV arrays
√
Due to the limitations in the analogue inputs in the used processor, two processor cards of the
same type are used in this work
√
Control algorithm in processor cards is programmed through MatLab-embedded coder
√
In controller card-1, the controls for inverter are programmed. It receives start command and
mode selection from the user and receives module faulty signals from the plant as digital inputs.
Analogue inputs such as grid voltage, inverter voltage, and currents are received from the
simulated plant
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√
From the simulated plant, controller-2 receives analogue inputs such as battery current,
battery voltage, PV current, and PV. Based on the mode of operation, MPPT is carried out.
Battery charger controls are programmed in this controller card
√
When the start command is given from the user interface, the controllers process the proposed
control algorithm to control battery chargers and the CHB inverter
√
When the system is in grid-connected mode, based on MPPT of PV arrays, the reference power
signal is communicated to controller card-1 through a serial communication interface (SCI).
Transmission of data is by RS232 protocol
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No. of di ital o tputs 22 (Including PWM outputs)
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Potentiometers To provide variable voltage to AI
Pushbuttons To provide Digital inputs
7. Results and Discussion
In grid-connected mode, the advantage with the bi-directional chopper-based system is the
possibility of discharging even when the PV array is active. The response of the inverter current is
observed by operating the battery in charging mode and discharging modes intermittently. Irradiance is
continuously maintained at 1000 watt per square meter hence the PV array current is constant.
The battery reference current is varied from +50 Ampere to −50 Ampere and vice versa with an equal
interval time of 1 s. When the battery current is negative, additional current is flowing through the
inverter as shown in Figure 9. The dynamic response of the system in this condition is also found to
be satisfactory.
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Figure 9. Change in the battery, PV array and actual inverter currents with a change in reference battery
current at constant irradiance of 1000 watt per square meter in a bi-directional chopper-based ESS in
grid-connected mode.
Irradiance on the PV arrays is varied from zero watts per square meter to 1000 watt per square
meter in steps of 200 watts per square meter and the currents of inverter output, battery and PV array
are observed.
As discussed earlier, when the irradiance is zero, the battery current is negative as it is in
discharging mode and the inverter power is e ual to the rated battery power and PV current is zero
as displayed in Figure 10. MPP tracking is carried out in inverter co trols hence the inverter current
and PV currents are varied in proportion to the irradiance inputs whereas the battery current is
almost constant.
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Irradiance on the PV arrays is varied from 350 watts/sq.m to 1000 watt per square meter in steps
as shown in Figure 11 and inverter current is observed. When the grid side is healthy, the current
required for charging the battery is provided by PV array and the remaining power is supplied to the
grid/load. So, the current through inverter decreases with the reduction in irradiance. PV power is less
than the power required for the battery charging when irradiance is 350 watts/sq.m; hence the inverter
current is zero. As the irradiance value increases, the power transferred to the grid also increases and
shows good dynamic during a sudden change in irradiance input.
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A fault on the H-Bridge module is created to verify system performance. The system continues to
operate with reduced power as shown in Figure 12. The proposed algorithm enables the fault-tolerant
operation instantaneously and the obtained results are in line with the simulation results presented in [1].
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Figure 12. Inverter PWM voltage and RMS current during a fault in one H-bridge module
Mode of operation is changed from grid-connected to the standalone operation and the transients in
the inverter AC voltage i.e., the input v ltage to the l ad are observed. Smooth transiti n in the inverter
voltage is observed during mode transfer as shown in Figure 13. The operation mode is changed from
grid-connected to an off-grid mode for a bi-directional chopper-based system. Operation of the system
for a fixed load is studied by varying irradiance value from zero to 1000 watt per square meter in steps
of 200 Watts/sq.m. Since the load is fixed, inverter current is constant for all the values of irradiance
inputs. MPP tracking is carried out in ba tery charger controls; hence the battery c rrent varies with
the irradiance value. At the instant when the PV power is not sufficient to meet the load demand then
discharge current of the battery is regulated through current control. In this mode, DC link voltage
has maintained the value of the MPP voltage of PV array. As shown in Figure 14, when irradiance
value is zero, PV array voltage tends to zero hence the DC link is clamped o the battery voltage level.
From the presented results it is observed that the dynamic response of the battery charger system is
good as the settling time is in the range of 50 milliseconds, whereas the settling time is in the range
of 200 milliseconds in the battery charger systems based on voltage regulator and dual active bridge
configurations proposed in [13,14], respectively.
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It is observed that the dynamic response of the solar PV inverter for sudden changes in irradiance
input is found satisfactory as the settling time of inverter current is in the range of 50 milliseconds
whereas the settling time is in the range of 300 milliseconds in PV inverters with improved perturb
and observe method presented in [23].
8. Contributions and Future Scope
In this work, various energy storage system configurations suitable for cascaded H-bridge-based
PV inverters are discussed. Design calculations for the chopper-based ESS for PV applications are
presented in detail. Controls for the bi-directional chopper-based energy storage systems are studied
and a control algorithm is developed and validated through real-time simulations. As future work,
the proposed control algorithm can be validated on prototype models of the chopper-based systems or
the AC/DC buck-boost converters proposed in [24]. The controls can be extended further for interleaved
buck-boost converters to improve the power rating further. In this work, the operation of these systems
is explained considering equal irradiances on each PV arrays and the state of charge of each battery
bank is also considered equal. System operation for unequal irradiances can be studied as future
work in line with the controls proposed in [25]. In present work, a single-phase system is considered;
the controls can be extended to the three-phase system in future work. An additional feature of
reactive power compensation can also be planned. The present system provides the solution for AC
micro-grids for rural areas with frequent disruptions in grid supply. From earlier studies, it found
that DC micro-grids are more feasible as PV sources, wind power generator and other renewable
sources provide DC current and DC micro-grids are more stable compared to an AC micro-grid [26].
Feasibility of the energy storage system and its controls can be studied for DC grid systems proposed
in [27].
9. Conclusions
In this paper, a chopper-based ESS suitable for CHB-based PCS is presented. With the proposed
system, the power to the grid/load can be supplied without any interruption. Cost, control complexity
and controller hardware requirements for the chopper-based system are less compared to other
configurations such as voltage regulator-based ESS and DAB-based ESS configurations. Buck-chopper
based ESS configuration identified to be more suitable for grid-connected system and the bi-directional
chopper based ESS configuration is suitable for standalone operation as well. The controls proposed
for the bi-directional chopper-based ESS is analyzed with the help of controller-in-loop simulations by
using a real-time simulator. Good dynamic response of the system for sudden changes in irradiance is
observed from the presented results. Smooth transition in the system controls is also achieved during
mode change over.
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